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Notes:

straight pipe -

straight pipe

1. Install flow sensor per manufacturer's recommendation.

2. Concrete oggregate shall cover valve box openings to
prevent soil entry,

3. See Standard Plan LB~404 for valve box size (No. 3 1/2
concrete pult box).

Dimensions are in millimeters, except as noted
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